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Acronyms, Units, and Chemical Nomenclature

AQCR Air Quality Control Region

CAA Clean Air Act

CFR Code of Federal Regulations

16(0) carbon monoxide

DEQ Department of Environmental Quality

EPA U.S. Environmental Protection Agency

gr/dscf grains (1 b = 7,000 grains) per dry standard cubic foot

IDAPA a numbering designation for all administrative rules in Idaho promulgated in accordance with the
Idaho Administrative Procedures Act

m meters

NAICS North American Industry Classification System

NO, nitrogen oxides

NSPS New Source Performance Standards

PM particulate matter

PMiq particulate matter with an aerodynamic diameter [ess than or equal to a nominal 10 micrometers

PTC permit to construct

scf/hr standard cubic feet per hour

scffyr standard cubic feet per year

SIC Standard Industrial Classification

30, sulfur dioxide

U.S.C. United States Code

UTM Universal Transverse Mercator

VOC volatile organic compounds
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee: Avista Corporation

Location: Rathdrum, Idaho Facility 1D No. 055-00040
1. TIER | OPERATING PERMIT SCOPE
Purpose
1.1 This Tier I operating permit establishes facility-wide requirements in accordance with the Idaho State

Implementation Plan control strategy and the Rules.
This permitting action is to renew the facility’s Tier [ operating permit.

1.2 This Tier I permit incorporates the following permit(s):
¢ Permit to Construct No. 055-00040, issued September 7, 2001
e Permit to Construct No. 055-00040, issued August 4, 1999

1.3 This Tier I operating permit supersedes the following permit(s):
o Tier I Operating Permit No. T1-2008.0140, issued September 17, 2008

Regulated Sources

14 Table 1.1 lists all sources of emissions regulated in this Tier I operating permit.

Table 1.1 REGULATED SOURCES

Permit Section Source Description Emissions Control

Unit 1 — Combustion Turbine Dry Low Nitrogen Oxide Combustor
Manufacturer: General Electric

Model: PG711EA

Installed: 1994

Rated Capacity: 83.5 MW

Fuel: Natural gas

Maximum hourly fuel usage: 942,670 scf/hr
Fuel usage: 31,764 MMsciyr

Unit 2 — Combustion Turbine Dry Low Nitrogen Oxide Combustor
Manufacturer: General Electric

Model: PG711EA

Installed: 1994

Rated Capacity: 83.5 MW

Fuel: Natural gas

Maximum hourly fuel usage: 942,670 scf/hr
Fuel usage: 31,764 MMscilyr
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Rathdrum, Idaho

Facility ID No. 055-00040

2. FACILITY-WIDE CONDITIONS
Table 2.1 contains a summary of requirements that apply generally to emissions units at the facility.
Table 2.1 APPLICABLE REQUIREMENTS SUMMARY
. R . Monitoring and
Perl.n'lt Parameter St ifli?(;tslt‘:nn:rl:qr Re uir:?nlzgh: ;t:f;z ences Recordkeeping
Condition A ary q n r Requirements
2.1 Fugitive Dust | Reasonable Control IDAPA 58.01.01.650-651 2.2,23,24,2.11,2.12
2.5 Odors Reasonable Control IDAPA 58.01.01.775-776 26,2.11,2.12
Visible 20% opacity for no more than
2.9 . three minutes in any 60-minute IDAPA 58.01.01.625 2.8,2.11,2.12
€missions .
period
Excess Compliance with
2,9 emissions IDAPA 58.01.01.130-136 [DAPA 58.01.01.130-136 2.9.1-2.9.5,2.10,2.11
Criteria air
2.11 poliutants, Performance/Compliance testing | IDAPA 58.01.01.157 2.10,2.11,2,12
opacity
2.10 Airquality | ppa Reference Test Methods | IDAPA 58.01.01.157 2.10,2.11,2.12
standards
2.13 Fuel-burning | 4 15 5 1igscr @ 3% Oy, for gas | IDAPA 58.01.01.677 2.11
equipment
. Compliance with
2.14 Open burning IDAPA 58.01.01.600-616 IDAPA 58.01.01.600-616 2.1
Renovation . .
2.15 and Compliance with 40 CFR 61, | 46 pp 61, Subpart M 211
.. Subpart M
demolition
Chemical
2.16 accident Compliance with 40 CFR 68 40 CFR 68 2.11
release
provisions
Recycling . .
2.17 and emissions | Compliance with 40 CFR 82, 40 CFR 82, Subpart F 2.11
. Subpart F
reductions
2.18-2.19 | NSPS Compliance with applicable 40 CFR 60 2.11
subparts
Fugitive Dust
2.1 All reasonable precautions shall be taken to prevent PM from becoming airborne in accordance with
IDAPA 58.01.01.650-651.
[IDAPA 58.01.01.650-651, 3/30/07]
2.2 The permitiee shall monitor and maintain records of the frequency and the method(s) used (e.g.,
water, chemical dust suppressants) to reasonably control fugitive dust emissions.
[IDAPA 58.01.01.322.08, 07, 5/1/24]
2.3 The permittee shall maintain records of all fugitive dust complaints received. The permittee shall take

appropriate corrective action as expeditiously as practicable after receipt of a valid complaint. The
records shall include, at a minimum, the date that each complaint was received and a description of
the following: the complaint, the permittee’s assessment of the validity of the complaint, any
corrective action taken, and the date the corrective action was taken.
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

24

Odors
2.5

2.6

Rathdrum, Idaho Facility ID No. (55-00040

[IDAPA 58.01.01.322.06, 07, 5/1/94]}

The permittee shall conduct a quarterly facility-wide inspection of potential sources of fugitive dust
emissions, during daylight hours and under normal operating conditions to ensure that the methods
used to reasonably control fugitive dust emissions are effective. If fugitive dust emissions are not
being reasonably controlled, the permittee shall take corrective action as expeditiously as practicable.
The permittee shall maintain records of the results of each fugitive dust emissions inspection. The
records shall include, at a minimum, the date of each inspection and a description of the following: the
permittee's assessment of the conditions existing at the time fugitive emissions were present (if
observed), any corrective action taken in response to the fugitive dust emissions, and the date the

corrective action was taken.
[IDAPA 58.01.01.322.06, 07, 5/1/94]

The permittee shail not allow, suffer, cause, or permit the emission of odorous gases, liquids, or solids

to the atmosphere in such quantities as to cause air pollution.
[IDAPA 58.01.01.775-776 (state only), 5/1/94]

The permittee shall maintain records of all odor complaints received. If the complaint has merit, the
permittee shall take appropriate corrective action as expeditiously as practicable. The records shall
include, at a minimum, the date each complaint was received and a description of the following: the
complaint, the permittee’s assessment of the validity of the complaint, any corrective action taken, and

the date the corrective action was taken.
[IDAPA 58.01.01.322.06, 07 (state-only), 5/1/94]

Visible Emissions

2.7

2.8

The permittee shall not discharge any air pollutant to the atmosphere from any point of emission for a
period or periods aggregating more than three minutes in any 60-minute period which is greater than
20% opacity as determined by procedures contained in IDAPA 58.01.01.625. These provisions shall
not apply when the presence of uncombined water, nitrogen oxides, and/or chlorine gas is the only

reason for the faifure of the emission to comply with the requirements of this section.
[IDAPA 58.01.01.625, 5/8/09]

The permittee shall conduct a quarterly facility-wide inspection of potential sources of visible
emissions, during daylight hours and under normal operating conditions. Sources that are monitored
using a continuous opacity monitoring system (COMS) are not required to comply with this permit
condition. The inspection shall consist of a see/no see evaluation for each potential source of visible
emissions. If any visible emissions are present from any point of emission, the permittee shall either

a) take appropriate corrective action as expeditiously as practicable to eliminate the visible emissions.
Within 24 hours of the initial see/no see evaluation and after the corrective action, the permittee shall
conduct a see/no see evaluation of the emissions point in question. If the visible emissions are not
eliminated, the permittee shall comply with b).

or
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Rathdrum, Idaho Facility ID No. 055-00040

b) perform a Method 9 opacity test in accordance with the procedures outlined in IDAPA
58.01.01.625. A minimum of 30 observations shall be recorded when conducting the opacity test. If
opacity is greater than 20%, as measured using Method 9, for a period or periods aggregating more
than three minutes in any 6(0-minute period, the permittee shall take all necessary corrective action
and report the exceedance in its annual compliance certification and in accordance with IDAPA
58.01.01.130-136.

The permittee shall maintain records of the results of each visible emission inspection and each
opacity test when conducted. The records shall include, at a minimum, the date and results of each
inspection and test and a description of the following: the permittee’s assessment of the conditions
existing at the time visible emissions are present (if observed), any corrective action taken in response

to the visible emissions, and the date corrective action was taken.
[IDAPA 58.01.01.322.06, 07, 5/1/94; IDAPA 58.01.01.322.08, 4/5/00]

Excess Emissions

Excess Emissions - General

2.9

291

The permittee shall comply with the procedures and requirements of IDAPA 58.01.01.130-136 for
excess emissions. The provisions of IDAPA 58.01.01.130-136 shall govern in the event of conflicts
between Permit Condition 2.9 and the regulations of IDAPA 58.01.01.130-136.

The person responsible for or in charge of a facility during an excess emissions event shall, with all
practicable speed, initiate and complete appropriate and reasonable action to correct the conditions
causing the excess emissions event; to reduce the frequency of occurrence of such events; to minimize
the amount by which the emission standard is exceeded; and shall, as provided below or upon request
of DEQ, submit a full report of such occurrence, including a statement of all known causes, and of the

scheduling and nature of the actions to be taken.
[IDAPA 58.01.01.132, 4/5/00]

Excess Emissions — Startup, Shutdown, Scheduled Maintenance

292

In all cases where startup, shutdown, or scheduled maintenance of any equipment or emission unit is
expected to result or results in an excess emissions event, the owner or operator of the facility or
emissions unit generating the excess emissions shall demonstrate compliance with IDAPA
58.01.01.133.01(a) through (d), including, but not limited to, the following:

[IDAPA 58.01.01.133, 4/5/00]

o A prohibition of any scheduled startup, shutdown, or maintenance resulting in excess emissions
shall occur during any period in which an Atmospheric Stagnation Advisory or a Wood Stove

Curtailment Advisory has been declared by DEQ.
[IDAPA 58.01.01.133.01.a, 3/20/97]

« Notifying DEQ of the excess emissions event as soon as reasonably possible, but no later than two
hours prior to, the start of the event, unless the owner or operator demonstrates to DEQ’s

satisfaction that a shorter advance notice was necessary.
[IDAPA 58.01.01.133.01.b, 4/5/00]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Rathdrum, Idaho Facility ID No. 055-00040

e The owner or operator of a source of excess emissions shall report and record the information
required pursuant to Permit Conditions 2.9.4 and 2.9.5 and IDAPA 58.01.01.135 and 136 for each
excess emissions event due to startup, shutdown, or scheduled maintenance.

[IDAPA 58.01.01.133.01.c, 3/20/97]

Excess Emissions — Upset, Breakdown, or Safety Measures

293

293.1

2.932

In all cases where upset or breakdown of equipment or an emissions unit, or the initiation of safety
measures, results or may result in an excess emissions event, the owner or operator of the facility or
emissions unit generating the excess emissions shall demonstrate compliance with
IDAPA 58.01.01.134.01(2) and (b} and the following:

[IDAPA 58.01.01.134, 4/11/06]

For all equipment or emissions units from which excess emissions result during upset or breakdown
conditions, or for other situations that may necessitate the implementation of safety measures which
cause excess emissions, the facility owner or operator shall comply with the following:

[IDAPA 58.01.01.134.02, 4/5/00]

o The owner or operator shall immediately undertake all appropriate measures to reduce and, to the
extent possible, eliminate excess emissions resulting from the event and to minimize the impact of
such excess emissions on the ambient air quality and public health.

[IDAPA 58.01.01.134.02.a, 4/5/00]

e The owner or operator shall notify DEQ of any upset, breakdown, or safety event that results in
excess emissions. Such notification shall identify the time, specific location, equipment or
emissions unit involved, and (to the extent known) the cause(s) of the occurrence. The notification
shall be given as soon as reasonably possible, but no later than 24 hours afier the event, unless the
owner or operator demonstrates to DEQ's satisfaction that the longer reporting period was

necessary.
[IDAPA 58.01.01.134.02.b, 4/5/00]

o The owner or operator shall report and record the information required pursuant to Permit
Conditions 2.9.4 and 2.9.5 and IDAPA 58.01.01.135 and 136 for each excess emissions event
caused by an upset, breakdown, or safety measure.

[IDAPA 58.01.01.134.02.c, 3/20/97]

During any period of excess emissions caused by upset, breakdown, or operation under facility safety
measures, DEQ may require the owner or operator to immediately reduce or cease operation of the
equipment or emissions unit causing the period until such time as the condition causing the excess has
been corrected or brought under control. Such action by DEQ shall be taken upon consideration of the
factors listed in IDAPA 58.01.01.134.03 and after consultation with the facility owner or operator.
[IDAPA 58.01.01.134.03 4/5/00]

Excess Emissions — Reporting and Recordieeping

294

A written report for each excess emissions event shall be submitted to DEQ by the owner or operator
no later than 15 days after the beginning of such an event. Each report shall contain the information
specified in IDAPA 58.01.01.135.02.

[IDAPA 58.01.01.135.01 and 02, 4/11/06]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

2.9.5

Rathdrum, Idaho Facility [D No. 055-00040

The owner or operator shall maintain excess emissions records at the facility for the most recent
five-calendar-year period. The excess emissions records shall be made available to DEQ upon request
and shall include the information requested by IDAPA 58.01.01.136.03(a) and (b) as summarized in

the following:
[IDAPA 58.01.01.136.01, 02, 3/20/97; IDAPA 58.01.01.136.03, 4/5/00]

e An excess emissions log book for each emissions unit or piece of equipment containing copies of
all reports that have been submitted to DEQ pursuant to IDAPA 58.01.01.135 for the particular

emissions unit or equipment; and
[IDAPA 58.01.01.136.03.a, 4/5/00]

e Copies of all startup, shutdown, and scheduled maintenance procedures and upset, breakdown, or
safety preventative maintenance plans that have been developed by the owner or operator in
accordance with IDAPA 58.01.01.133 and 134, and facility records as necessary to demonstrate

compliance with such procedures and plans.
[IDAPA 58.01.01.136.03.b, 3/20/97]

Performance Testing

2.10

If performance testing is required, the permittee shall provide notice of intent to test to DEQ at least
15 days prior to the scheduled test or shorter time period as provided in a permit, order, consent
decree, or by DEQ approval. DEQ may, at its option, have an observer present at any emissions tests
conducted on a source. DEQ requests such testing not be performed on weekends or state holidays.

All testing shall be conducted in accordance with the procedures in IDAPA 58.01.01.157. Without
prior DEQ approval, any alternative testing is conducted solely at the permittee’s risk. If the permittee
fails to obtain prior written approval by DEQ for any testing deviations, DEQ may determine that the
testing does not satisfy the testing requirements. Therefore, prior to conducting any performance test,
the permittee is encouraged to submit in writing to DEQ, at least 30 days in advance, the following for
approval:

o The type of method to be used
e Any extenuating or unusual circumstances regarding the proposed test

e The proposed schedule for conducting and reporting the test

Unless a longer time is approved by DEQ, the permittee shall submit a compliance test repoit for the
respective test to DEQ within 30 days following the date in which a compliance test required by this
permit is concluded. The compliance test report shall include all process operating data collected
during the test period as well as the test results, raw test data, and associated documentation, including
any approved test protocol.

The proposed test date(s), test date rescheduling notice(s), compliance test report, and all other
correspondence shall be sent to the following address:

Air Quality Permit Compliance
Department of Environmental Quality
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Rathdrum, Idaho Facility 1D No. 055-00040

Coeur d’Alene Regional Office
2110 Ironwood Parkway
Coeur d’Alene, ID 83814
Phone: (208) 769-1422 Fax: (208) 769-1404
[IDAPA 58.01.01.157, 4/5/00; IDAPA 5§8.01.01.322.06, 08.a, 09, 5/1/94]

Monitoring and Recordkeeping

2.11

The permittee shall maintain sufficient records to assure compliance with all of the terms and
conditions of this operating permit. Records of monitoring information shall include, but not be
limited to, the following: (a) the date, place, and times of sampling or measurements; (b) the date
analyses were performed; (c) the company or entity that performed the analyses; (d) the analytical
techniques or methods used; (¢) the results of such analyses; and (f) the operating conditions existing
at the time of sampling or measurement. All monitoring records and support information shall be
retained for a period of at least five years from the date of the monitoring sample, measurement,
report, or application. Supporting information includes, but is not limited to, all calibration and
maintenance records, all original strip-chart recordings for continuous monitoring instrumentation,
and copies of all reports required by this permit. All records required to be maintained by this permit

shall be made available in either hard copy or electronic format to DEQ representatives upon request.
[IDAPA 58.01.01.322.07, 5/1/94}

Reporis and Certifications

2.12

All periodic reports and certifications required by this permit shall be submitted to DEQ within 30
days of the end of each specified reporting period. Excess emissions reports and notifications shall be
submitted in accordance with IDAPA 58.01.01.130-136. Reports, certifications, and notifications shall
be submitted to:

Air Quality Permit Compliance

Department of Environmental Quality

Coeur d’Alene Regional Office

2110 Ironwood Parkway

Coeur d’Alene, ID 83814

Phone: (208) 769-1422 Fax: (208) 769-1404

The periodic compliance certification required by General Provision 21 shall also be submitted within
30 days of the end of the specified reporting period to:

EPA Region 10
Air Operating Permits, OAQ-107
1200 Sixth Ave.
Seattle, WA 98101
HDAPA 58.01.01.322.08, 11, 5/1/94]

Fuel-Burning Equipment

2.13

The permittee shall not discharge PM to the atmosphere from any fuel-burning equipment in excess of
0.015 gr/dscf of effluent gas corrected to 3% oxygen by volume for gas.
[IDAPA 58.01.01.676-677, 5/1/94]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Open
2.14

Rathdrum, Idaho Facility ID No. 055-00040

Burning

The permittee shall comply with the Rules for Control of Open Burning, IDAPA 58.01.01.600-623.
[IDAPA 58.01.01.600-623, 04/02/G8T]

Asbestos

2.15

The permittee shall comply with all applicable portions of 40 CFR 61, Subpart M — Asbestos.
[40 CFR 61, Subpart M]

Regulated Substances for Accidental Release Prevention

2.16

An owner or operator of a stationary source that has more than a threshold quantity of a regulated
substance in a process, as determined under 40 CFR 68.115, shall comply with the requirements of the
Chemical Accident Prevention Provisions at 40 CFR 68 no later than the latest of the following dates:

e Three years after the date on which a regulated substance present above a threshold quantity is
first listed under 40 CFR 68.130.

o The date on which a regulated substance is first present above a threshold quantity in a process.
[40 CFR 68.10 (a)]

Recycling and Emissions Reductions

2.17

The permittee shall comply with applicable standards for recycling and emissions reduction pursuant
to 40 CFR 82, Subpart F, Recycling and Emissions Reduction.
[40 CFR 82, Subpart F]

NSPS General Provisions

2.18 NSPS 40 CFR 60, Subpart A — General Provisions
The permittee shall comply with the applicable requirements of 40 CFR 60, Subpart A — General
Provisions in accordance with 40 CFR 60.1. A summary of requirements for affected facilities is
provided in Table 2.2.
Table 2.2 NSPS 40 CFR 60, SUBPART A - SUMMARY OF GENERAL PROVISIONS
Section Subject Summary of Section Requirements
o All requests, reports. applications, submittals, and other communications associated with 40 CFR 60. Subpart
GG shall be submitted to:
60.4 Address Coeur d’ Alene Regional Office
Department of Environmental Quality
2110 Ironwood Pkwy
Coeur d’Alene, ID §3814
» Notification shall be furnished of commencement of construction postmarked no later than 30 days of such date.
» Notification shall be furnished of initial starfup postmarked within 15 days of such date.
60.7(a),(b), Notification + Notification shall be furnished of any physical or operational change that may increase emissions postmarked 60
and (f) and days before the change is made.
Recordkeeping o . )

+ Records shall be maintained of the occurrence and duration of any startup, shutdown or malfunction; any
malfunction of the air pollution control equipment; or any periods during which a CMS or monitoring device is
inoperative.
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ATR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Rathdrum, Idaho

Facility ID No. 055-00040

Section

Subject

Summary of Section Requirements

s Records shall be maintained, in a permanent form suitable for inspection, of all measurements, performance
testing measurements, calibration checks, adjustments and maintenance performed, and other required
information. Records shall be maintained for a period of two years following the date of such measurements,
maintenance, reports, and records.

60.3

Performance
Tests

o At least 30 days prior notice of any performance test shall be provided to afford the opportunity to have an
observer to be present,

o  Within 60 days of achieving the maximum production rate, but not later 180 days after initial startup,
performance test(s) shall be conducted and a written report of the results of such test(s) furnished.

¢ Performance testing facilities shall be provided as follows:
Sampling ports adequate for test methods applicable to such facility.
Safe sampling platform(s).
Safe access to sampling platform(s).
Utilitics for sampling and testing equipment.

s Performance tests shall be conducted and data reduced in accordance with 40 CFR 60.8(b), (<), and (f).

60.11(a),(c),

(d), (0
and (g)

Compliance
With
Standards and
Maintenance
Requirements

+« When performance tests are required, compliance with standards is determined by methods and procedures

established by 40 CFR 60.8.

s At all times, including periods of startup, shutdown, and malfunction, the owners and operators shall, to the

extent practicable, maintain and operate any affected facility including associated air pollution control
equipment in a manner consistent with good air pollution control practice for minimizing emissions.

» Tor the purpose of submitting compliance certifications or establishing whether or not a person has violated or is

in violation of any standard, nothing shall preclude the use, including the exclusive use, of any credible
evidence or information, relevant to whether a source would have been in compliance with applicable
requirements if the appropriate performance or compliance test or procedure had been performed.

¢ The opacity standards shall apply at all times except during periods of startup, shutdown, malfunction, and as

otherwise provided.

60.12

Circumvention

» No permittee shall build, erect, install, or use any article, machine, equipment or process, the use of which

conceals an emission which would otherwise constitute a violation of an applicable standard.

60.14

Modification

+ A physical or operational change which results in an increase in the emission rate to the atmosphere or any

pollutant to which a standard applies shall be considered a modification, and upon modification an existing
facility shall become an affected facility in accordance with the requirements and exemptions in 40 CFR 60.14.

« Within 180 days of the completion of any physical or operational change, compliance with all applicable

standards must be achieved.

60.15

Reconstruction

» An existing facility, upon reconstruction, becomes an affected facility, irrespective of any change in emission

rate in accordance with the requirements of 40 CFR 60,15,

[40 CFR 60, Subpart A]

Incorporation of Federal Requirements by Reference

2.19

Unless expressly provided otherwise, any reference in this permit to any document identified in
IDAPA 58.01.01.107.03 shall constitute the full incorporation into this permit of that document for
the purposes of the reference, including any notes and appendices therein. Documents include, but are
not limited to, Standards of Performance for New Stationary Sources (NSPS), 40 CFR Part 60.

For permit conditions referencing or cited in accordance with any document incorporated by reference
(including permit conditions identified as NSPS), should there be any conflict between the
requirements of the permit condition and the requirements of the document, the requirements of the
document shall govern, including any amendments to that regulation.
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

Rathdrum, Idaho

Facility [D No. 055-00040

3. GENERAL ELECTRIC COMBUSTION TURBINES NO. 1 AND NO. 2

Summary Description

Table 3.1 describes the devices used to control emissions from each combustion turbine.

Table 3.1 EMISSIONS UNITS AND EMISSIONS CONTROL DEVICES

Emissions Unit / Process

Emissiens Control Device

Unit | — General Electric Model PG711EA Frame 7
combustion gas turbine

Dry Low Nitrogen Oxide Combustor

Unit 2 — General Electric Model PG711EA Frame 7
combustion gas turbine

Dry Low Nitrogen Oxide Combustor

Table 3.2 contains only a summary of the requirements that apply to the combustion turbines
designated as Unit 1 and Unit 2. Specific permit requirements are listed below Table 3.2.

Table 3.2 APPLICABLE REQUIREMENTS SUMMARY

Applicable Operating and
Permit Permit Limit / P Monitoring and
‘e Parameter Requirements .
Conditions Standard Summary Recordkeeping
Reference .
Requirements
. 0.015 grains per dry standard cubic foot IDAPA
3.1 Particulate Matter at 3% oxygen for gas 58.01.01.677 3.10
IDAPA
. 20% for 3 minutes in any 60 minute 58.01.01.625
3.2 Opacity period PTC* No. 055- 238
00040
33 ruculate MAUST | 14 pounds per hour; 59 tons per year PTC No. 05500040 | 3.11,3.12,3.13, and 3.18
0
34 Nitrogen oxides 104 pounds per hour; 235.5 tons per year PTC No. 055-00040 3.14 and 3.17
3.5 Volatile organic | 3 ¢ 145 per hour; 15.2 tons per year PTC No. 055-00040 | 3.11,3.12,3.13, and 3.18
compounds
3.6 Sulfur dioxide 6.0 pounds per hour; 19.8 tons per year PTC No. 055-00040 3.11,3.12,3.13, and 3.18
3.7 Carbon monoxide | 106 pounds per hour; 240 tons per year PTC No. 055-00040 | 3.16 and 3.17
Nitrogen Oxide 40 CFR
3.8 Concfmration Per equation 60.332(a)(1) 3.14,3.15.2, and 3.17
PTC No. 055-00040
o 0.015% by volume at 15% oxygen or
Sulfur Dioxide . 40 CFR 60.333
3.9 Concentration f::ilgi.utlﬁ]r not in excess of 0.8% by PTC No. 055-00040 3.15.1
3.10 Fuel Natural gas exclusively PTC No. 055-00040 3.12 and 3.18

‘Permit to construct,
*Particulate matter with an aerodynamic diameter less than or equal to & nominal 10 micrometers.

Permit Limits / Standard Summary

3.1 Emissions of PM from each turbine shall not exceed the grain loading emission limits of 0.015 gr/dscf
of effluent gas corrected to three percent oxygen by volume for natural gas.
[IDAPA 58.01.01.676, 5/1/94]
3.2 The permittee shall not discharge any air pollutant to the atmosphere from any point of emission for a

period or periods aggregating more than three minutes in any 60-minute period which is greater than
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee: Avista Corporation

Location: Rathdrum, [daho Facility ID No. 055-00040

20 percent opacity as determined by procedures contained in the IDAPA 58.01.01.625 (Rules for the

Control of Air Pollution in [daho).
[IDAPA 58.01.01.625, 4/5/00]

3.3 Emissions of PM and particulate matter with an aerodynamic diameter less than or equal to a nominal
ten micrometers (PM,,) from the facility’s two turbines shall not exceed 14 pounds per hour; 59 tons

per any consecutive 12 months.
[PTC No. 055-00040, 9/7/01]

34 Emissions of NO, from the facility’s two turbines shall not exceed 104 pounds per hour; 235.5 tons

per any consecutive 12 months.
[PTC No. 055-00049, 9/7/01]

35 Emissions of volatile organic compounds (VOC) from the facility’s two turbines shall not exceed 3.6

pounds per hour; 15.2 tons per any consecutive 12 months.
[PTC No. 055-00040, 9/7/01]

3.6 Emissions of sulfur dioxide (SO,) from the facility’s two turbines shall not exceed 6 pounds per hour;

19.8 tons per any consecutive 12 months.
[PTC No. 055-00040, 8/7/01]

3.7 Emissions of carbon monoxide (CO) from the facility’s two turbines shall not exceed 106 pounds per

hour; 240 tons per any consecutive 12 months.
[PTC No. 055-00040, 9/7/01]

3.8 As required by 40 CFR 60.332(a)(1), the permittee shall not cause to be discharged to the atmosphere
from any gas turbine, any gases which contain NO, in excess of:

STD=0.0075 * (14.4)+F
Y

Where:

STD = allowable [SO corrected (if required as given in 60.335(b)(1)) NOx emission concentration
(percent by volume at 15 percent oxygen and on a dry basis},

Y = Manufacturer’s rated heat rate at manufacturer’s rated load (kilojoules per watt hour), or the actual
measured heat rate based on the lower heating value of fuel as measured at the actual peak load for
the facility. The value of Y shall not exceed 14.4 kilojoules per watt hour.

F =NO, emission allowance for fuel-bound nitrogen as defined in paragraph (2)(3) of 40 CFR 60.332.
[PTC No. 055-00040, 9/7/01, 40 CFR 60.333]

39 Emissions of SO, from each of the turbines shall not exceed 0.015 percent by volume of exhaust gas
at 15 percent oxygen and on a dry basis, or the permittee shall not burn fuel which contains sulfur in

excess of 0.8 percent by weight in accordance with 40 CFR 60.333(b).
[PTC No. 055-00040, 9/7/01, 40 CFR 60.333]

Operating Requirements

3.10 Each of the turbines shall be exclusively fired by natural gas only.
[PTC No. 055-00040, 9/7/01]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

3.11

Rathdrum, Idaho Facility ID No. 055-00040

The maximum annual hours of operation of the facility’s two turbines shall not exceed 16,848 hours
in a calendar year.
[PTC No. 055-00040, 9/7/01]

Monitoring and Recordkeeping Requirements

3.12

3.13

3.14

3.15

3.151

3.15.2

3.16

The permittee shall monitor and record the hours of operation and hourly usage of natural gas from

each of the turbines.
[PTC No. 055-00040, 9/7/01]

The permittee shall record the hours of operation for each turbine in a monthly report to be kept onsite
for a five year minimum period and made available to DEQ representatives upon request.
[PTC No. 055-00040, 5/7/01]

The permittee shall install, calibrate, maintain, and operate a continuous emissions monitoring system
(CEMS) for monitoring and recording stack gas concentrations and the pound-per-hour emission rate
of NO, from each turbine. The CEMS shall conform to the NO, CEM requirements of 40 CFR 75

including measuring the concentration of oxygen.
[PTC No. 055-00040, 8/7/01]

The following permit conditions pertain to the fuel monitoring requirements of 40 CFR 60 Subpart
GG.

The permittee shall use one of the following information sources to demonstrate compliance with the
SO, standard established in Permit Condition 3.9. The gas quality characteristics for fuel combusted in
either combustion turbine shall be specified in a current, valid purchase contract, tariff sheet or
transportation contract for the gaseous fuel. The characteristics shall specify the maximum total sulfur
content of the fuel is 20.0 grains per 100 standard cubic foot or less. The permittee shall make available
the current, valid purchase contract, tariff sheet or transportation contract in either hard copy or

electronic format to DEQ representatives upon request.
[IDAPA 58.01.01.07, 5/1/94; 40 CFR 60, Subpart GG]

The permittee shall monitor the nitrogen content of the fuel combusted in the turbine, if the permittee
claims an allowance for fuel bound nitrogen to establish a NO, emissions limit per the equation in
Permit Condition 3.8. The nitrogen content of the fuel shall be determined using methods described in
60.335(b)(9) or an approved alternative. The permittee is not required to monitor fuel bound nitrogen;
however, the permittee cannot claim an allowance for fuel bound nitrogen without monitoring data

collected in accordance 60.335(b)(9) or an approved alternative.
[IDAPA 58.01.01.07, 5/1/94; 40 CFR 60, Subpart GG]

The permittee shall install, calibrate, maintain, and operate a CEMS for the monitoring and recording
of stack gas concentrations and hourly emission rates of CO from each turbine. The CO CEMS shalt
meet all specifications and requirements of the most recent Quality Assurance Plan which covers the
CO CEMS. The permittee shall make available the most recent Quality Assurance Plan in either hard

copy or electronic format to DEQ representatives upon request.
[IDAPA §8.01.01.322.06, 5/1/94]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

3.16.1

3.16.1.1

Rathdrum, Idaho Facility ID No. 055-00040

In addition to the specifications and requirements of the current Quality Assurance Plan, the permittee
shall use the following audit procedures to evaluate the effectiveness of quality control and quality
assurance procedures and the quality of data produced by the CO CEMS. The CO CEMS must be
audited via a Relative Accuracy Test Audit (RATA) or cylinder gas audit (CGA) at least once each
operating quarter. Successive quarterly audits shall occur no closer than two months apart. An
operating quarter is defined as a calendar quarter in which there are at least 168 unit operating hours
(i.e., a clock hour during which a unit combusts any fuel, either for part of the hour or for the entire
hour).

[IDAPA 58.01.01.322.06, 5/1/943

The permittee must conduct a RATA in accordance with Section 5.1.1 of Appendix F of 40 CFR 60
and Performance Specification 4, 4A, or 4B of Appendix B of 40 CFR 60 at least once every four

operating quarters.
[IDAPA 58.01.01.322.06, 5/1/94]

3.16.1.2 The permittee may audit the CEMS via a cylinder gas audit conducted in accordance with Section 5.1.2

of Appendix F of 40 CFR 60 in three of four operating quarters, but in no more than three operating
quarters in succession.
[IDAPA 58.01.01.322.06, 5/1/94]

Reporting Requirements

3.17

3.18

3.19

The permittee shall report the CEM data acquired by the monitoring required by Sections 3.14 and
3.16 of this permit to DEQ} and the EPA in a calendar quarterly report to be received no later than 30
days after each calendar quarter.

[PTC No. 055-00040, 9/7/01]

The permittee shall report the hourly turbine operation and fuel usage data acquired by the monitoring
required by Section 3.12 of this permit to DEQ and the EPA in a calendar quarterly report to be
received no later than 30 days after each calendar quarter.

[IDAPA 58.01.01.322.08(a), 5/1/94]

All documents including, but not limited to, records, monitoring data, supporting information,
requests for confidential treatment, testing reports, and compliance certifications submitted to DEQ
shall contain a certification by a responsible official. The certification shall state that based on the
information and belief formed after reasonable inquiry, the statements and information in the

document(s) are true, accurate, and complete.
[PTC No. 055-00040, 9/7/01]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER: T1-2010.0149

Permittee:

Avista Corporation

Location:

4,

4.1

Rathdrum, Idaho

INSIGNIFICANT ACTIVITIES

Facility ID No, 055-00040

Activitics and emission units identified as insignificant under IDAPA 58.01.01.317.01(b) are listed in

the Tier [ operating permit to qualify for a permit shield.

Table 4.1. INSIGNIFICANT EMISSION UNITS

Insignificant Activities IDAPA
Emission Unit Description Citation
Section 317.01.b

Storage tanks with lids or closure and a capacity < 260 gallons 317.01.b.0.1
Storage tanks with lids or closure and a capacity < 1,100 gallons;
not used with Hazardous Air Pollutants; confents have maximum 317.01.b.i.2
vapor pressures of 550-millimeters of mercury
Storage tanks with lids or closure and a capacity < 10,000 galions;
contents have vapor pressure not greater than 80-millimeters of 317.01.b.i.3
mercury at 2{° C
Butane, propane, and liquefied petroleum gas storage tanks with a 317.01bid
capacity < 40,000 gallons T
Combustion source burning exclusively natural gas, butane, propane
and/or liquefied petroleum gas with a capacity < 5,000,000 British 317.01.b.i.5
thermal units per hour
Welding using not more than 1 ton per day of welding rod 317.01.b.i.9
Water cooling towers and ponds, not using chromium inhibitors,
barometric jets, or condensers, with a capacity < 10,000 gallons per .

. o - . 317.01.b.i.13
minute, and not in direct contact with process streams containing
regulated air pollutants
Space heater using natural gas, propane, or kerosene and generating .
< 5,000,000 British thermal units per hour 317.01.b.i.18
Cleaning and stripping activities and equipment using solutions
having < 1% volatile organic compounds by weight. Acid solutions 317.01.b.i.26
on metallic substrate are not insignificant
An emissions unit or activity with emissions less than or equal to
10% of levels contained in IDAPA 58.01.01.006 of the definition of .
significant and no more than 1 ton per year of any hazardous air 317.01.b.30
pollutant

There are no monitoring, recordkeeping, or reporting requirements for insignificant emission units or
activities beyond those required in the Facility-wide Permit Conditions.

[ICAPA 58.01.01.322.06, 5/1/94]
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AIR QUALITY TIER 1 OPERATING PERMIT NUMBER: T1-2010.0149

Permittee: Avista Corporation

Rathdrum, Idaho Facility ID No. 055-00040

Location:

5. TITLE IV ACID RAIN PERMIT — GENERAL ELECTRIC COMBUSTION TURBINES
NO. 1 AND NO. 2

Statement of Basis

5.1 In accordance with IDAPA 58.01.01 (Rules for the Control of Air Poliution in Idaho) and Titles IV
and V of the Clean Air Act, DEQ issues this permit pursuant fo I[DAPA 58.01.01.300.

SO, Allowance Allocations and NO, Requirements

52 Avista Corporation is not required to obtain SO, allowances under 40 CFR 73, and the source is not
subject to NO; limits of 40 CFR 76.

Comments, Notes, and Justifications

5.3 None

Compliance with Permit Application

54 The owners and operators of Avista Corporation shall comply with the standard requirements and
special provisions set forth in the EPA Phase II standard application signed and dated December 12,
1997.

Permit Application

5.5 Attached is a copy of the Phase II permit application.
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SEFA

STYEP 1

Identity the source by
plant name, State, and
QRIS code fram NADB

STEP 2 .

Entar the boiler ID#
fram MADS far each
attactad unit, and
indicate whether a
rapowering plan is
being submirted for
the anit by entering
"yes" or “no" at
column c. For new
units, enter the ra-
questad information
in columns d and e

STER 3

Checl the hox if the
regponse in calumn ¢
of Step 2 is "VYes”
far any unit

Unit
Env

" States
nental Protection Agency

Acid cain Program

OMB Ne. 2060.0258
Expires 1.11-.96

Phase Il Permit Application receivsan

For mora infarmaticn, seq instructions and refer ta 40 CFR 72.30 and 72.31

This sybmission js; @ New

[ Revised

DEC 18 1997

Oy, OF ENVIRONMENTAL QuaLITy

AIR & HAZARDOUS WASTE

L

ATeDava COmEusTiow Tvrgive Pwjea| ID

Plant Name

State

TSt
ORIS Code

Comgpliance
Plan

a b [

Unit Will Repawering
Hald Ailow- Plan
ncas in
Agcaordancs
with 40 CFR
T2.8(ex )

Boiler ID#

a

Naw Umcs

Comemence
Qgaration Date

Naw Unita

Nonitar
Cartification
Deadlina

\ Yas

|~ t-4 1

> Yes

(=1

Yas

Yes

Yeos

Yes

Yes

fes

Yes

‘Yas

Yas

i

For 2ach unit shat will be repowered, the Repowering Extansion Plan form is incluged and the
Rapowaring Technalogy Pelision faren has baen submitted ar will be submitted by

June- 1. 1987,

ERA Form TEi9-15 [rev. 12-94; previous versions obsalecel
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Phase ll Permit - Page 2

Plan, vame (from Step Tl

STEP 4

flead tha standard Standard Requiremsns

requiraments and i )

certification, entar Bermir Aenuicements.

the nama of the )

designatsd repre- {1} The designated cepresentative of each alfected saurce and each affected unit ac the source shail:
santative, and sign [} Submit a complets Acid Hain peemit application tineluding a compliance plan} under 40 CFR part 72
and date in accordance with the deadlines spaciliad in 40 CFA 72.30: and

fiil Subimit in a timely manner any supplemental information that the parmitting autharity datermines is

nacessary in order 1o reviaw an Acid Hain parmit apglicatien and ssue or dany an Acid Rain permic;
{2} The owners and opetators of each affectad source and sach alfecred unit at the source shall:

(&) Operate the unit in comgpliance with a complate Acid Rain germit application or a suparsading Acid

Rain parmut issuad by the permitting authority: and

(ii) Have an Agid Rain Permit.

Muogitoting Baguicements.

{1) The owners and operators and. to the axtang applicabie, designated reprasentative of sach affacted
source and sach alfeetad unil at the source shail comply with the mznitoring requiraments as grovidad in
40 CFR parts 74, 75, and 76.

{2) Tha emissions measuraments racardad and raported in accardance with 40 CFR part 75 shall be used
ta detarming compliance by the unit with the Acid Aain emissions imitations and samissions reduction
raquirements for suifur dioxide and nitrogan oxides undar the Acid Rain Program.

(3} Tha raquirements of 40 CFR parts 74 and 75 shall not affect the responsibility of the gwners and
oparatars 1o monitor emissiens of other paliutants or gther emissions characteristics at the unit under
othar applicable requirements of the Act and other pravisiens of tha operating garmit for the sourca,

Sullur_Dioxide Hequitements.

11) The ownars and operators of aach source and aach affected unit at e source shall:
{it Hold allowances, as of the allowance transfer deadline, in tha unit’'s compliance subacoount {aftar
deductions undar 40 CFA 73.344¢}) not less than the total annual erissions of sulfue dioxide for the
pravious calendar year fram the unit; and
{ii} Comply with the applicable Acid Rain emissions limitations for sulfur dioxide,
{21 Each tan of sulfur dioxide smictad in excess of the Acid Rain emissions timitatigns for sullur dioxide
shall constitute a separate violation of the Act.
{3) An affected unit shall oe subject to the requirements undar paragraph {1] of the sulfur dioxida
requirements as follows:
[i) Starting January 1, 2000, an affectad unit under 40 CFR 72.61a}2); or
lii) Starting an the lster of January 1, 2000 ar the deadline far monitor certification under 40 CFR gart
75, an affected unit under 40 CFR 72.6(a3).
[4) Ailowances shal) be held in, deducted fram, or transfarred among Altowance Tracking System
accounts in accordance with the Acid Rain Program.
{§) An allowance shail nat he daducted in arder t¢ comply with the requiraments under pacageapr: {11 of
the sulfur diozide requirements prior 1o the calendar year {or which tha allowance was allocated.
[6) An allewance allocated by the Administrator under the Acid Rain Pragram is a limited authorization ta
emit sulfur dioxide in accordance with the Acid Rain Program. Mo provision af tha Acid Rain Progtam, the
Acit Rain parmit applfication, the Acid Aain permit, or the wntten exemption under 4G CFR 72.7 and 72.8
and na pravision of law shall be canstrued ta limit the authority of the United States to termingta or limit
such autharization,
{71 An alfowance allocated by the Administeator undar tha Acid Aain Pragram does not coastitute &
praperty fight,

Niuzogen Oxides Aeauiremer:s. The owners and operators of the saurce and zach affectad unit at the
sowrea shall comply with the applicabie Acid Rain amissions lisitation for nitragan oxides.

Excess Emissions. Raquitemants.

{1) The designatad reprasentativa of an affacted unit that has excass amissions in any calendar year shal
submit & peaposed offset plan, as required undar 40 CFR part 77.
{2) The owners and aperatars of an alfectad unit that has excess emissians in any calendar year shall:
(i} Fay without demand the penalty required. and pay upon demand the interast on thai panalty. as
requirad by 40 CFR part 77; and
[ii} Camply with the terms of an apgroved offsac plan, as reguired by 40 CFR part 77.

Recordxeeping.aad_Reporting Requirements.

(1) Uniass gtherwise provided, the owners and aperators of the saurce and aach affactad unit at the
10urcs =halk keep on site at tha source each of cthe lollowing documanss far a paried of 5 yeara from tha
date tha document is created. T = 2zriad may be extended for cause, at any tma priar 1o the and of §
y@ars, in wiiting Oy the Administrator or permitiing awthoniy:
[i} The cerulicate of representation for the designated representative for the source and each aftacted
unit at the source and all doguments that demonstrate the iruth of the statements in the certificate of
tepresentation, in accordance with 40 CFR 72.24; pravided thar ehe cartificate and documents shall
be retained on site at tha sourca beyond such S-year period uatil such documents are suparsedad
b of the submission of 3 ne'w caruticare of represantancn changing the designated
reprasentative;
liit Ail emissions monitoring informartion, in accordance with 40 CFRA part 75;
[iii} Copies of ail reports, compliance cactificatigns, and athar submissions and all recards mada o
raquirad undear tha Azid Rain Program; and,

23p Farm 7510-18 {rev. 12-94; praviaus versions obsalate)
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STEP 5 laptionall

Enter the squrce AIRS
and FINOS idantificatian
numbaers. if known

Phase [l Perenit - Page 3

Plant Mame {from Step 11

Becoudkeeping and Reparting Sequiraments trant.)

liv) Conias of ali decuments used to complate an Acid Rain permit appiication and any othae
submission undar the Acid Aain Program or to demonstrate complianca with the requizamants of the
Acid Rain Program.

{2) The designated representative of an affectad source and each affecred unit at the saurce shait submit
the reports and campliance certifications required under the Acid Rain Program, including thase under 40
CFR part 72 subpart | and 40 CFR part 75.

Liability.

{11 Any person whao knowingly viclates any requitamant of prahibition of the Acid Rain Program, a
complete Acid Rain parmiz apgkication, an Acid Rain permit, or 3 written examgtion under 40 CFR 72.7 or
72.8, including any requicament for the payment of any penalty owed to the United States, shall ba
subject to anfarcemant gursuant ta section t13(c) of the Act.

{2 Any person who knowingly makes a lalsa, material statement in any record, submission, ar report
undsr tha Acid Rain Program shall ke subject to criminal anfarcamant pursuant (o secuen 113(e) of tha
Actand 18 U.5.C, 1001,

{3] Mo permit ravision shall 2xcuse any viglation of the requiremarits of the Acid Rain Program that gcours
prier to the dace that the revision takes.affecs.

{4] Sach affected source and each affectad vait thall meat the raquiraments of the Acid Rain Program.
{5) Any provision of the Acid Rain Pragram that applies ta an affected sourca lincluding a wrovision
applicable to tha dasignated reprasantative of an affectad sourcel shall alzo apply to the ownars and
ogarators of such source and of the affactad units at the source. _

18] Any grovision af- the Acid Rain Program that appliss to an affected unit {including 2 provision
applicable to the designated represantative of an affected unit) shail aiso apgly ta the owners and
apasatars of such unit. Except as providad under 40 CFR 72.44 (Phase It repowering extension plans)
and 40 CFR 76,11 [NQ, averaging plans), and axcapt with ra?aald to the requiramants applicable to unics
with a commuan ftack under 40 CFR part 75 (including 4G CFA 75,16, 78,17, and 75,18}, the ownars
and operators and the dasignatad raprasentative of ona aftacted unit shall aot be liable for any violation
by any other affectad unit of which they are not owners ar operators ar the designated rapressntativa and
that is located at a source of which they ara nat owners of oparators oz tha dnsiagnazed representative,

{7} Each vigtation of a provisicn of 40 CFA parts 72, 73, 74, 78, T8, 77, and 78 by an alfacted sourca ar
aftectad unit, or by an owner or operator or dasignatad raprasentative of such squrce ar unit, shall be a
saparata violation of the Act.

Effantan Qthac Autharities. No pravision of the Agid Rain Program, an Acid Rain pecmit application, an
Acid Rain parmit, or a wrizten axamption under 40 CFR 72.7 or 72.8 shall be construed as:

11} Excapt as axpressly pravided in titla IV of the Act, exempting pr excluding the owners and gperaters
and, to the extent applicable, the designated represantative of an atfectad source or affected unit fram
compliance with any other provision of the Acr, including. the grovisians of title | of the Act ralating to
applicable Natianal Ambient Air Quality Standards ar State implementation Plans:

12} Limiting the numbaer of allowances a unit ¢an hold; prowided, that the number of allowancas hald by
the unit shall not affact tha source's abligation ta.camgply with any other provisions of tha Acg;

(3} Requiring a change of any kind in any State law reguiating electric wtility ratas 2nd charges, affecting
any Stata law ragarding such State regulation, or limiting such State regufation, including any prudenca
raviaw requirgrrdnts under such Stata law;

14} Modifying the Federal Powar Act ar aftaciing thae authority of the Federal Energy Regulatory
Cammission undar the Federal Powar Act: or,

(B} interfering with or impairing any grogram for compatitive bidding for power sugply in a S:ate in which
such pragram is establishad,

Certificatian

{ am authorized (o make this submission on bahaif of tha owners and cperators of the aflactad saurce ar
alfected units for which tha submission is made. | certify under penaity af law that L kave parsonally
axamined, and am familiar with, the statemants and information submitted in this documant and all its
attachments. 3ased gn my inguiry of those individuals with prirnary respansibility for obtaining the
infarmation, | gertify that the statements and information Ara ta the hast of my knowledge and beliaf trus.
accurate. and camplete. § am aware that there ars sigaificant penaltias for sulmitting false stataments
and information 07 gmitting requirad statemants ard informatian, including tha pogsibility of fine or
impriscnmant,

\ / - . \.?_‘..\ / .
QD Yl !7&“9-?_7-‘:' L3 ey

(/i(.z.. ?l-".!-fﬂ dant bf/ [ -,/'4 1

EPA Form 761016 {rmv. 12.94; previous versions gosateta}
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6. TIER 1 OPERATING PERMIT GENERAL PROVISIONS

General Compliance

1. The permittee shall comply with all conditions of this permit. Any permit noncompliance constitutes a
violation and is grounds for enforcement action; for permit termination, revocation and reissuance, or

revision; or for denial of a permit renewal application.
[IDAPA 58.01.01.322.15.a, 5/1/94; 40 CFR 70.6(a)(6)(i)]

2. It shall not be a defense in an enforcement action that it would have been necessary to halt or reduce the

permitted activity in order to maintain compliance with the terms and conditions of this permit.
[IDAPA 58.01.01.322.15.b, 5/1/94; 40 CFR 70.6(a)(6)(ii)]

3. Any permittee who fails to submit any relevant facts or who has submitted incorrect information in a
permit application shall, upon becoming aware of such failure or incorrect submittal, promptly submit

such supplementary facts or corrected information.
[IDAPA 58.01.01.315.01, 5/1/94; 40 CFR 70.5(b)]

Reopening

4, This permit may be revised, reopened, revoked and reissued, or terminated for cause. Cause for
reopening exists under any of the circumstances listed in IDAPA 58.01.01.386. Proceedings to reopen
and reissue a permit shall follow the same procedures as apply to initial permit issuance and shall affect
only those parts of the permit for which cause to reopen exists. Such reopening shall be made as
expeditiously as practicable in accordance with IDAPA 58.01.01.360 through 369.

[IDAPA 58.01.01.322.15.¢c, 5/1/94; IDAPA 53.01.01.3886, 3/19/99;
40 CFR 70.7(f)(1), (2); 40 CFR 70.6(a){6)iii)]

5. The filing of a request by the permittee for a permit revision, revocation and reissuance, or termination,
or of a notification of planned changes or anticipated noncompliance does not stay any permit
condition,

[IDAPA 58.01.01.322.15.d, 5/1/94; 40 CFR 70.6(a)(6)(iii)]

Property Rights

6. This permit does not convey any property rights of any sort, or any exclusive privilege.
[IDAPA 58.01.01.322.15.e, 5/1/94; 40 CFR 70.6(a)(6)(iv)]

Information Requests

7. The permittee shall furnish all information requested by DEQ, within a reasonable time, that DEQ may
request in writing to determine whether cause exists for modifying, revoking and reissuing, or

terminating the permit or to determine compliance with the permit.
[ldaho Code §38-108; IDAPA 53.01.01.122, 4/5/00; IDAPA 58.01.01.322.15.1, 4/5/00;
40 CFR 70.6(a)(6}{v)]
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8. Upon request, the permittee shall furnish to DEQ copies of records required to be kept by this permit.
For information claimed to be confidential, the permittee may furnish such records along with a claim
of confidentiality in accordance with Idaho Code §9-342A and applicable implementing regulations
including IDAPA 58.01.01.128.

[IDAPA 58.01.01.322.15.g, 5/1/94; IDAPA 58.01.01.128, 4/5/00; 40 CFR 70.6(a)(6)(v)]

Severability

9. The provisions of this permit are severable, and if any provision of this permit to any circumstance is
held invalid, the application of such provision to other circumstances, and the remainder of this permit
shall not be affected thereby.

[IDAPA 58.01.01.322.15.h, 5/1/94; 40 CFR 70.6(a)(5)]

Changes Requiring Permit Revision or Notice

10. The permittee may not commence construction or modification of any stationary source, facility, major
facility, or major modification without first obtaining all necessary permits to construct or an approval
under IDAPA 58.01.01.213, or complying with IDAPA 58.01.01.220 through 223. The permittee shall
comply with IDAPA 58.01.01.380 through 386 as applicable.

[IDAPA 58.01.01.200-223, 4/2/08; IDAPA 58.01.01.322.15.i, 3/19/99; IDAPA 58.01.01.380-386, 7/1/02;
40 CFR 70.4(b)(12), {(14), (15), and 70.7{(d), (e)]

11. Changes that are not addressed or prohibited by the Tier I operating permit require a Tier I operating
permit revision if such changes are subject to any requirement under Title IV of the CAA, 42 U.S.C.
Section 7651 through 7651c, or are modifications under Title I of the CAA, 42 U.S.C. Section 7401
through 7515. Administrative amendments (IDAPA 58.01.01.381), minor permit modifications
(IDAPA 58.01.01. 383), and significant permit modifications (IDAPA 58.01.01.382) require a revision
to the Tier I operating permit. IDAPA 58.01.01.502(b)(10) changes are authorized in accordance with
IDAPA 58.01.01.384. Off-permit changes and required notice are authorized in accordance with
IDAPA 58.01.01.385.
[IDAPA 58.01.01.381-385, 7/1/02; IDAPA 58.01.01.209.05, 4/11/06;
40 CFR 70.4(b)(14) and {15})]

Federal and State Enforceability

12. Unless specifically identified as a “State-only” provision, all terms and conditions in this permit,
including any terms and conditions designed to limit a source’s potential to emit, are enforceable: (i) by
DEQ in accordance with state law; and (ii) by the United States or any other person in accordance with
federal law.
[IDAPA 58.01.01.322.15.}, 5/1/94; 40 CFR 70.6(b)(1) and (2)]

13. Provisions specifically identified as a “State-only” provision are enforceable only in accordance with
state law. “State-only” provisions are those that are not required under the Federal Clean Air Act or
under any of its applicable requirements or those provisions adopted by the state prior to federal
approval.

[Idaho Code §39-108; IDAPA 58.01.01.322.15.k, 3/23/98]
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Inspection and Entry

14. Upon presentation of credentials, the permittee shall allow DEQ or an authorized representative of DEQ
to do the following:

a. Enter upon the permittee’s premises where a Tier I source is located or emissions related activity is
conducted, or where records are kept under conditions of this permit;

b. Have access to and copy, at reasonable times, any records that are kept under the conditions of this
permit;

c. Inspect at reasonable times any facilities, equipment (including monitoring and air pollution control
equipment), practices, or operations regulated or required under this permit; and

d. As authorized by the Idaho Environmental Protection and Health Act, sample or monitor, at
reasonable times, substances or parameters for the purpose of determining or ensuring compliance

with this permit or applicable requirements.
[ldaho Code §39-108; IDAPA 58.01.01.322.15.1, 5/1/94; 40 CFR 70.6{c)(2)]

New Requirements During Permit Term

15. The permittee shall comply with applicable requirements that become effective during the permit term
on a timely basis.
[IDAPA 58.01.01.322.10, 4/5/00; IDAPA 58.01.01.314.10.a.ii, 5/1/94;
40 CFR 70.6(c){3) citing 70.5(c)(8)]

Fees
16. The owner or operator of a Tier I source shall pay annuval registration fees to DEQ in accordance with
IDAPA 58.01.01.387 through IDAPA 58.01.01.397.
[IDAPA 58.01.01.387, 4/2/03; 40 CFR 70.6(a){7)]
Certification

17. All documents submitted to DEQ shall be certified in accordance with IDAPA 58.01.01.123 and

comply with IDAPA 58.01.01.124.
[IDAPA 58.01.01.322.15.0, §/1/94; 40 CFR 70.6(a)(3)(ili}{A); 40 CFR 70.5(d)]

Renewal

18. a. The owner or operator of a Tier [ source shall submit an application to DEQ for a renewal of this
permit at least six months before, but no earlier than 18 months before, the expiration date of this
operating permit. To ensure that the term of the operating permit does not expire before the permit
is renewed, the owner or operator is encouraged to submit a renewal application nine months prior
to the date of expiration.

[IDAPA 58.01.01.313.03, 4/5/00; 40 CFR 70.5(a){1)(iii)]

T1-2010.0149 Project 60620 Page 24



b. Ifatimely and complete application for a Tier I operating permit renewal is submitted, but DEQ
fails to issue or deny the renewal permit before the end of the term of this permit, then all the terms
and conditions of this permit including any permit shield that may have been granted pursuant to
IDAPA 58.01.01.325 shall remain in effect until the renewal permit has been issued or denied.

[IDAPA 58.01.01.322,15.p, 5/1/94; 40 CFR 70.7(b)]

Permit Shield

19. Compliance with the terms and conditions of the Tier I operating permit, including those applicable to
all alternative operating scenarios and trading scenarios, shall be deemed compliance with any
applicable requirements as of the date of permit issuance, provided that:

a. Such applicable requirements are included and are specifically identified in the Tier { operating
permit; or

1. DEQ has determined that other requirements specifically identified are not applicable and all of
the criteria set forth in IDAPA 58.01.01.325.01(b) have been met.

b. The permit shield shall apply to permit revisions made in accordance with IDAPA 58.01.01.381.04
(administrative amendments incorporating the terms of a permit to construct), IDAPA
58.01.01.382.04 (significant modifications), and IDAPA 58.01.01.384.03 (trading under an
emissions cap).

c. Nothing in this permit shall alter or affect the foilowing:

i. Any administrative authority or judicial remedy available to prevent or terminate emergencies
or imminent and substantial dangers;

ii. The liability of an owner or operator of a source for any violation of applicable requirements
prior to or at the time of permit issvance;

iii. The applicable requirements of the acid rain program, consistent with 42 U.S.C. Section
7651(g)(a); and

iv. The ability of EPA to obtain information from a source pursuant to Section 114 of the CAA; or
the ability of DEQ to obtain information from a source pursuant to Idaho Code §39-108 and

IDAPA 58.01.01.122.
[ldaho Code §39-108 and 112; IDAPA 58.01.01.122, 4/5/00;
IDAPA 58.01.01.322.15.m, 325.01, 5//94; IDAPA 58.01.01.325.02, 3/19/99;
IDAPA 58.01.01.381.04, 382.04, 383.05, 384.03, 385.03, 3/19/99; 40 CFR 70.6(f)]

Compliance Schedule and Progress Reports

20. a. For each applicable requirement for which the source is not in compliance, the permittee shall
comply with the compliance schedule incorporated in this permit.

b. For each applicable requirement that will become effective during the term of this permit and that
provides a detailed compliance schedule, the permittee shall comply with such requirements in
accordance with the detailed schedule.

c. For each applicable requirement that wiil become effective during the term of this permit that does
not contain a more detailed schedule, the permittee shall meet such requirements on a timely basis.
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d. For each applicable requirement with which the permittee is in compliance, the permittee shall

continue to comply with such requirements.
[IDAPA 58.01.01.322.10, 4/5/00; IDAPA 58.01.01.314.9, 5/1/94; IDAPA 58.01.01.314.10, 4/5/00;
40 CFR 70.6(c}(3) and (4)]

Periodic Compliance Certification

21. The permittee shall submit compliance certifications during the term of the permit for each emissions
unit to DEQ and the EPA as follows:

a. The compliance certifications for all emissions units shall be submitted annually from January 1 to
December 31 or more frequently if specified by the underlying applicable requirement or elsewhere
in this permit by DEQ.

b. The initial compliance certification for each emissions unit shall address all of the terms and
conditions contained in the Tier I operating permit that are applicable to such emissions unit
including emissions limitations, standards, and work practices;

¢. The compliance certification shall be in an itemized form providing the following information
(provided that the identification of applicable information may cross-reference the permit or
previous reports as applicable):

i. The identification of each term or condition of the Tier [ operating permit that is the basis of the
certification;

ii. The identification of the method(s) or other means used by the owner or operator for
determining the compliance status with each term and condition during the certification period.
Such methods and other means shall include, at a minimum, the methods and means required
under Subsections 322.06, 322.07, and 322.08;

iii. The status of compliance with the terms and conditions of the Tier I operating permit for the
period covered by the certification, including whether compliance during the period was
continuous or intermittent. The certification shall be based on the method or means designated
in Subsection 322.11.c.ii. above. The certification shall identify each deviation and take it into
account in the compliance certification. The certification shall also identify as possible
exceptions to compliance any periods during which compliance is required and in which an
excursion or exceedance as defined under 40 CFR Part 64 occurred; and

iv. Such information as the Department may require to determine the compliance status of the
emissions unit.

d. All original compliance certifications shall be submitted to DEQ and a copy of all compliance
certifications shall be submitted to the EPA.
[IDAPA 58.01.01.322.11, 4/6/05; 40 CFR 70.6{c)(5)(iii) as amended,
62 Fed. Reg. 54900, 54946 {10/22/97); 40 CFR 70.6(c){5)(iv)]
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False Statements

22. No person shall knowingly make any false statement, representation, or certification in any form,

notice, or report required under this permit, or any applicable rule or order in force pursuant thereto.
[IDAPA 58.01.01.125, 3/23/98]

No Tampering

23, No person shall knowingly render inaccurate any monitoring device or method required under this

permit or any applicable rule or order in force pursuant thereto.
[IDAPA 58.01.01.126, 3/23/98]

Semiannual Monitoring Reports

24, In addition to all applicable reporting requirements identified in this permit, the permittee shall submit
reports of any required monitoring at least every six months. The permittee's semiannual reporting
periods shall be from January 1 to June 30 and July I to December 31. All instances of deviations from
this operating permit’s requirements must be clearly identified in the report. The semiannual reports
shall be submitted to DEQ within 30 days of the end of the specified reporting period.

[IDAPA 58.01.01.322.15.q, 3/23/98; IDAPA §8.01.01.322.08.c,
4/5/00; 40 CFR 70.6(a){3)(iii)]

Reporting Deviations and Excess Emissions

25, The permittee shall promptly report all deviations from permit requirements including upset conditions,
their probable cause, and any corrective actions or preventive measures taken. For excess emissions, the
report shall be made in accordance with IDAPA 58.01.01.130-136. For all other deviations, the report
shall be made in accordance with IDAPA 58.01.01.322.08.¢, unless otherwise specified in this permit.

[IDAPA 58.01.01.322.15.q, 3/23/98; IDAPA 58.01.01.135, 4/11/06; 40 CFR 70.6(a)(3)(iii)]

Permit Revision Not Required

26. No permit revision shall be required under any approved economic incentives, marketable permits,
emissions trading, and other similar programs or processes for changes that are provided for in the

permit.
[IDAPA 58.01.01.322.05.b, 4/5/00; 40 CFR 70.6(a){(8)]

Emergency

27. In accordance with IDAPA 58.01.01.332, an “emergency,” as defined in IDAPA 58.01.01.008, constitutes
an affirmative defense to an action brought for noncompliance with such technology-based emissions
limitation if the conditions of IDAPA 58.01.01.332.02 are met.”

[IDAPA 58.01.01.332.01, 4/5/00; 40 CFR 70.6(g)]
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